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Adopted and Filed

Rule making related to conveyances

The Elevator Safety Board hereby amends Chapter 66, “Waivers or Variances from Administrative
Rules by the Elevator Safety Board,” Chapter 67, “Elevator Safety Board Petitions for Rule Making,”
Chapter 68, “Declaratory Orders by the Elevator Safety Board,” Chapter 69, “Contested Cases
Before the Elevator Safety Board,” Chapter 70, “Public Records and Fair Information Practices of the
Elevator Safety Board,” Chapter 71, “Administration of the Conveyance Safety Program,” Chapter 72,
“Conveyances Installed On or After January 1, 1975,” and Chapter 73, “Conveyances Installed Prior to
January 1, 1975,” lowa Administrative Code.

Legal Authority for Rule Making
This rule making is adopted under the authority provided in lowa Code section 89A.3.
State or Federal Law Implemented
This rule making implements, in whole or in part, lowa Code chapter 89A.
Purpose and Summary

These amendments make editorial and technical changes; rescind an obsolete exception for platform
guards; set forth the function of electrical protective devices that are currently required; require that
certain existing control panels be locked; update obsolete language; replace the rule concerning accident
and injury reporting with a clearer rule on the same topic; create two narrow exemptions from the existing
requirements for older elevators; and codify the current practice concerning the presence of a mechanic
during an escalator inspection.

Public Comment and Changes to Rule Making

Notice of Intended Action for this rule making was published in the lowa Administrative Bulletin on
April 11, 2018, as ARC 3727C. Comments and questions relating to conduit and lighting in hoistways
were received from two members of the elevator industry. As a result, the proposed amendments in
Items 8, 11, and 16 relating to conduit and lighting in hoistways were not adopted pending further study
by the Board.

In Item 12, the language in new paragraph 73.1(3)“h” was changed to clarify that certain control
panels shall be locked except when they are being serviced, rather than when the control panels are not
in use. Other changes from the Notice include technical amendments that were added as Items 5 and 9.

Adoption of Rule Making
This rule making was adopted by the Board on May 30, 2018.
Fiscal Impact
The requirement that certain existing control panels be locked represents a nominal expense.
Jobs Impact

After analysis and review of this rule making, no impact on jobs has been found.



Waivers

Any person who believes that the application of the discretionary provisions of this rule making would
result in hardship or injustice to that person may petition the Board for a waiver of the discretionary
provisions, if any, pursuant to 875—Chapter 66.

Review by Administrative Rules Review Committee

The Administrative Rules Review Committee, a bipartisan legislative committee which oversees rule
making by executive branch agencies, may, on its own motion or on written request by any individual or
group, review this rule making at its regular monthly meeting or at a special meeting. The Committee’s
meetings are open to the public, and interested persons may be heard as provided in lowa Code section
17A.8(6).

Effective Date
This rule making will become effective on August 1, 2018.

The following rule-making actions are adopted:

ITEM 1. Amend rule 875—66.5(17A,89A), introductory paragraph, as follows:

875—66.5(17A,89A) Content of petition. The required form for a petltlon for waiver or variance is
available on the board’s Web-site website at http:As A a/ly :
www.iowaelevators.gov. A petition for waiver shall 1nclude the followrng mformatron where apphcable
and known to the petitioner:

ITEM 2.  Amend rule 875—67.1(17A,89A), introductory paragraph, as follows:

875—67.1(17A,89A) Petitions for rule making. Any person or agency may file a petition
for rule making with the board requesting the adoption, amendment or repeal of a rule. The
requrred form for a pet1t1on for rule maklng is available on the board’s Web—site website at

, o : -htm www.iowaelevators.gov. The petition shall be
ﬁled at the locatlon specrﬁed in rule 875—65 5(89A) A petition is deemed filed when it is received by
the board office. The board office shall provide the petitioner with a file-stamped copy of the petition
if the petitioner provides the board an extra copy for this purpose. The petition must be in writing and
provide the following information where applicable and known to the petitioner:

ITEM 3.  Amend subrule 68.1(1), introductory paragraph, as follows:

68.1(1) The requ1red form for a petltron for declaratory order is available on the board’s Web
site website at http: : o htm www.iowaelevators.gov. The
petition must be in wrrtmg and pr0V1de the followmg mformatlon where applicable and known to the
petitioner:

ITEM 4.  Amend subrule 69.1(1), introductory paragraph, as follows:

69.1(1) A petition for reconsideration shall be in writing and must be signed by the requesting
party or a representative of that party. The required form for a petition for reconsideration is
available on the board’s Web-site website at http:/w ¢
www.iowaelevators.gov. A petition for recon51derat10n shall specrfy

ITEM 5. Amend subrule 69.2(5) as follows:
69.2(5) At a minimum, an appeal shall include a short and concise statement of the basis for the
appeal The requlred form for an appeal to the board is available on the board’s Web-site website at
WRAIOW AW - 3 a ard-htm www.iowaelevators.gov.

ITEM 6. Amend subrule 70.3(1) as follows:
70.3(1) Locationofrecord Address. Arequestforaceessto-arecordshouldbedirected to-the boardat

the The board’s mailing address is Department of Workforce Development, Division of Labor Services,
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1000 East Grand Avenue, Des Moines, Iowa 50319. The board’s staff is located at 150 Des Moines
Street, Des Moines, lowa.

ITEM 7. Adopt the following new subrule 71.11(10):
71.11(10) Escalator inspections. The owner shall arrange for an escalator mechanic to be on site to
assist with the inspection. The inspector shall work with the owner to arrange an inspection time.

ITEM 8. Rescind rule 875—71.19(89A) and adopt the following new rule in lieu thereof:

875—71.19(89A) Accidents and injuries.

71.19(1) This rule applies to a conveyance in the event one of the following occurs:

a. A personal injury accident that requires the service of a physician;

b. A personal injury accident that causes disability exceeding one day; or

c¢.  Damage that will require more than one hour of mechanic’s time (excluding travel) to repair.

71.19(2) The owner shall promptly notify the commissioner if one of the events listed in subrule
71.19(1) occurs. Notification shall be in writing and shall include the state identification number, owner,
and description of accident.

71.19(3) The removal of any part of the damaged conveyance or operating mechanism from the
premises is forbidden until permission is granted by the commissioner.

71.19(4) When an accident or injury involves the failure or destruction of any part of the conveyance
or its operating mechanism, the use of the conveyance is forbidden until it has been inspected and
approved by the commissioner.

ITEM 9. Amend paragraph 72.1(11)“f” as follows:
f ANSI/NFPA 70 shall mean ANSI/NFPA 70 26463 (2017).

ITEM 10. Amend subrule 72.13(4) as follows:

72.13(4) Pit excavation exemption. Fhe For elevators altered before August 1, 2018, the full length
of the platform guard set forth in ASME A17.1, Rule 2.15.9.2(a), shall not be required if all of the
following criteria are met:

a. No other code or rule requires that the pit be excavated or lowered.

b.  The alteration plans do not include the excavation or lowering of the pit floor for any other
reason.

c. A full-length platform guard would strike the pit floor when the elevator is on its fully
compressed buffer.

d.  The clearance between the bottom of the platform guard and the pit floor is 2.5 centimeters (1
inch) when the elevator is on its fully compressed buffer.

ITEM 11.  Amend paragraph 72.13(5)*“c” as follows:

c. The applicable version of ASME A17.1 shall be determined by reference to rule
875—72.1(89A). For purposes of rule—875—7213(89A) subrule 72.13(5), the relevant subrule
of 875—72.1(89A) shall apply based on the date the sprinkler is installed instead of the date the
conveyance was installed.

ITEM 12. Adopt the following new paragraphs 73.1(3)*“g” to “i”:

g Electrical protective devices required by A17.3, requirement 3.10.4, shall cause the electric
power to be removed from the elevator driving-machine motor and brake.

h.  Control panels that are designed with a door or cover and lock shall be locked when service is
not being performed if equipment unrelated to the elevator is in the machine room. Group 1 security as
set forth in A17.1, Section 8.1, shall be utilized.

i. A cartop emergency exit pursuant to A17.3(2011), requirement 3.4.4.1(a), shall not be required
for a hydraulic elevator if the elevator has manual lowering and it is not equipped with a plunger gripper
or safety as described in ASME A17.1(2013), requirement 8.6.5.8.

ITEM 13.  Amend subrule 73.1(4) as follows:
73.1(4) The American Society of Mechanical Engineers Safety Code for Elevators and Escalators,
A17.1-2013/CSA B44-13 (2013), Rule 2.14.7.1.4, concerning car top lighting and car top electrical
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outlets, is adopted by reference with an effective date of May 1, 2020. However, if a car top already has
a single outlet, installation of a duplex outlet will not be required.

ITEM 14. Amend subrule 73.8(1) as follows:

73.8(1) General. Except as set forth in this rule, all maintenance, repairs and alterations shall comply
with the edition of ASME A17.1, Part 8, currently adopted for new conveyances at rule 875—72.1(89A)
or ASME A17.7-2007/CSA B44-07, as applicable. Rule 875—71.10(89A) describes alterations which
require that the entire conveyance be brought into compliance with the most current code.

ITEM 15.  Amend paragraph 73.8(5)“c” as follows:

c. The applicable version of ASME A17.1 shall be determined by reference to rule
875—72.1(89A). For purposes of rule—875—73-8(89A) subrule 73.8(5), the relevant subrule of
875—72.1(89A) shall apply based on the date the sprinkler is installed instead of the date the
conveyance was installed.

ITEM 16. Amend subrule 73.14(6) as follows:

73.14(6) All safeties operated by a speed governor shall be provided with a speed switch operated
by the governor when used with type B or C car safeties on elevators having a rated speed exceeding 150
FPM. A switch shall be provided on the speed governor when used with a counterweight safety for any
car speed. The switches required by this subrule shall disconnect power to the elevator driving-machine
motor and brake.

[Filed 5/30/18, effective 8/1/18]
[Published 6/20/18]
EDITOR’S NOTE: For replacement pages for IAC, see IAC Supplement 6/20/18.
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